URBAN STANDARD SPECIFICATIONS Tor PUBLIC IMPROVEMENT MANUAL
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NOTES:

l. AFTER SUCCESSFUL MAIN TESTING AND DISINFECTION, REMOVE EXTENSION
AND RISER. PLUG ELBOW.

2. TO EXTEND WATER MAIN, REMOVE REDUCER AND VALVE.
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